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1. Purpose

Access to LANL facilities was limited by the LANL Emergency Manager starting at 1530 on May 7, 2000, due to the Cerro Grande fire.  LANL was closed to other than emergency response personnel at 1500 on May 10, 2000.  During these periods it became difficult, and then impossible, to perform the necessary surveillances to verify operability of equipment in accordance with requirements.  Some of the Category 2 and 3 nuclear facility TSRs/OSRs (here after referred to as TSRs) may not have been performed and operability requirements may not have been verified at the required frequency.  The DOE LAAO Authorization Basis Manager has agreed to permit the Facility Recovery Manager to verify TSR equipment operability, and grant exemptions for failure to perform the required surveillances during the period of limited access.  A formal LANL approved process is required for this verification and exemption process.  This procedure describes the process for TSR verification and approval of exemptions if required.

2. SCOPE

This procedure applies to all TSRs for Category 2 and 3 Nuclear Facilities as outlined in Attachment 2 of procedure FRC-001, Facility Recovery Process. For purposes of recovery, the FRC has compiled a list of AB surveillances missed. This procedure has been developed after discussion with the LAAO/SABT and will be used for future emergency recoveries.  Much of the information required by this procedure has already been submitted to the FRC Authorization Basis representative (FRC-AB Rep).  That information may be in a different format and will be attached to the forms required by this procedure and forwarded by the FRC-AB Rep to the FRM for approval.

The Laboratory is currently working with DOE on an approved non-nuclear facility categorization list. For the current emergency, the draft lists are being used and are included as Attachments 3 and 4 of FRC 001. The facilities on the draft lists are being handled on a case-by-case basis working with the LAAO/FRs and the LAAO/SABT.

3. Procedure

Each Facility Manager must have personnel enter the facility, when safety conditions permit, in order to verify that all TSR requirements are satisfied. This will be accomplished by one of the following methods:

· Performing the required surveillance

· Verifying that the conditions that existed before the evacuation still exist and that there is no reason to believe that the previous surveillance is no longer valid.  The reasoning must be documented.

· Stating that the TSR is not required or only required for specific events (before operations, before shutdown, TSRs not required due to facility mode, etc.).

When a TSR requirement is not met due to limited facility access, the appropriate TSR action statement must be completed or the TSR surveillance performed immediately.

Verification of the status of all the TSRs for each facility will be documented on the “TSR Verification Form” included as Attachment 1.  Forward these completed forms to the FRC for review, coordination and approval.

During the TSR verification process, an exemption requirement determination will be made.  Action will be completed to restore the equipment to the required condition.

To obtain an exemption for a TSR that passed its grace period during limited access, complete the information on the “TSR Exemption Request Form” included as Attachment 2 to this procedure.  The completed form will be forwarded through the FRC for review by FRC-AB Rep and approval by the FRM.

A copy of all of the approved TSR Exemption Request Forms will be forwarded to the LAAO Authorization Basis Manager. 

Attachment 1

TSR Verification Form  __________________(Facility Title)
Surv. Number
Surveillance Title
Freq.
Due Date
Grace Period End 
Date TSR verified 
Verification method
Exemption Required

Yes/No













































































































Comments:

Attachment 2

TSR Exemption Request Form

LANL/Facility Recovery Center

Los Alamos National Laboratory

Post Office Box 1663

Los Alamos NM 87545
Date: __________

FRC: 505-667-7137, 7138
Time: __________

Fax: 505-665-0273
Ref: FRC-015

Memorandum

To:
Beverly Ramsey, Facility Recovery Manager

From:  Facility Manager

Via: FRC-AB Representative

SUBJECT:  TSR Exemption Request for ____________________(TA & Bldg. #)

The subject facility has completed a verification of all TSRs as required by procedure FRC-015, Facility Recovery Authorization Basis Verification.  All of the required TSR verification documentation has been submitted to FRC-AB representative for review.

____ (Fill in a number “0” if none were missed) surveillances were identified as having been missed due to the emergency situation.

An exemption is requested for the following TSRs due to limited access to the facility during the emergency and recovery operations:

TSR#
TSR title
End of grace period
Time/date operability reestablished
Length of time operability in question



















Submitted By
Signature
Date

_____________________, Facility Manager

Review



________________________, FRC-AB Rep.

Approved By



Beverly Ramsey, Facility Recovery Manager



Copy to: DOE LAAO Authorization Basis Manager (when approved)
