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1. Purpose

This procedure describes fire watch requirements during the recovery period.

2. SCOPE

This procedure provides for the requirements for a fire watch in facilities where automatic fire protection or alarm systems are installed but are out of service and the affected area is unattended.

When implementing this procedure, the Atomic Energy Commission Fire Protection Guide for Watchman Service may be useful in determining the appropriate frequencies and level of fire watch recommended, based on the importance of the facility, occupancy hazard, loss potential, and the protection impaired.

3. Procedure

Facility Management shall ensure the following are accomplished:

1. Fire watches understand the specific nature of the impairment and the specific area affected.

2. Fire watches for fire system impairments shall rove all areas affected by the impairment.

3. Fire watches have been instructed in the appropriate emergency actions, including

· best method to sound the alarm

· procedure to manually trip suppression systems if they are in service

· use of portable extinguishers.

4. Fire watches have been instructed in the frequency of the fire watch tours.

5. Fire watches have had portable fire extinguisher training.

6. Frequency of tours are as follows:

1. Continuous, when required by facility process standards or process controls.

2. Hourly, when automatic suppression systems are out of service

3. Once every 2 hours if only automatic alarm capability is out of service

4. As amended by Fire Protection Engineering

7. A log or documentation system is used to provide an audible record that ensures compliance.

8. Fire watches for welding, cutting, grinding, or open flame activity shall be performed per established procedures at the facility.
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